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SUMMIT WATER

DISTRIBUTION CO.

3/4" TO 2"

ABOVE GROUND

UPDATE

MF

10/08/08

1

DESCRIPTION

BY

DATE

REV.

STD. DWG. NO.

8

UPDATE

MF

8/25/09

2

IRRIGATION

5' BURY              DEPTH 

NOTE: 1.	CURBSTOP BOX, METER, AND BFP ARE PROVIDED BY CURBSTOP BOX, METER, AND BFP ARE PROVIDED BY SWDC AND INSTALLED BY CONTRACTOR 2.	CONCRETE PAD SIZE: CONCRETE PAD SIZE: 1  " TO 2" METER = 78" X 36" 12" TO 2" METER = 78" X 36" 34" TO 1" TO BE DETERMINED BY SWDC INSPECTOR 3.	A 12 GAUGE TRACER WIRE SHALL BE CONNECTED TO A 12 GAUGE TRACER WIRE SHALL BE CONNECTED TO STOP AND WASTE VALVE AND RAN ALONG SIDE THE SERVICE LATERAL TO THE BOX. 4.	ONLY BLUE POLY AND BRASS IS ALLOWED BEFORE METERONLY BLUE POLY AND BRASS IS ALLOWED BEFORE METER

  CONBRACO REDUCED PRESSURE (RP) HORIZONTAL

12" MIN

2" CSB

UPDATE PER SWDC

STOP AND WASTE VALVE

TSC

EXTERIOR BOX

SLEEVE

12/31/15

3

4" THICK CONCRETE PAD

GRAVEL

IRRIGATION METER

HORIZONTAL METER

BALL VALVE

BLOW OFF PORT




